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ICC cannot and will not certify nor conclude that an operator is in full compliance with rule requirements, even if the inspection 
does not identify any areas of non-compliance.  Operators are wholly responsible for compliance with regulations. 

 

   

        

 

 

Operator: PITTSFIELD MUNICIPAL GAS UTILITY Operator ID#: 15630 

Exit Meeting Contact: (Not Applicable) Total Man Days: 0 

Pipeline Safety Representative(s): Jim Watts 

Company Representative to Receive Report: Bruce McKee Emailed Date: 

Company Representative's Email Address: bmckee@pittsfieldil.org 01/17/2013 
  

 

Inspection Summary 

Inspection Type Location ICC Analyst Inspection Unit(s) Man Day(s) Inspection Date(s) Contact(s) 

Compliance Follow-Up ICC 
Headquarters 

Jim Watts PITTSFIELD 
MUNICIPAL GAS 
UTILITY 

0 1/3/2013 N/A 

 

 

 

 

Statement of Activities 
 

 

On September 12, 2012, Staff received a reply from the City of Pittsfield regarding the outstanding Notice of Probable Violation 
(NOPV) for 192.465 (a).  On January 3, 2013, Staff performed a review of the documentation provided by the operator.  The 
response indicates the segment of cathodically protected coated and wrapped steel piping located on Lakeview Height is 
currently on the annual cathodic protection survey and is located in Zone #17.  This zone has been inspected as required on an 
annual basis.   
 
The City of Pittsfield further states in the response they are currently in the process of updating the gas system maps to 
electronic format.  The new format will allow the viewer to be able to identify what piping is protected by each cathodic zone.  The 
results of the potential testing performed by the City of Pittsfield on September 10, 2012, indicates the piping is currently under 
protected status with potential levels reported at -1.55 volts.  Due to these findings the outstanding NOPV can be recorded as 
closed. 

 

 

ISSUE(S) FOUND: 

NO ISSUES FOUND. 
  

 

ISSUE(S) CORRECTED: 

NO ISSUES CORRECTED. 
  

 

NOTICE OF AMENDMENT(S) FOUND: 

NO NOAs FOUND. 
  

 

NOA(S) CORRECTED: 

NO NOAs CORRECTED. 
  

 

NOTICE OF PROBABLE VIOLATION(S) FOUND: 

NO NOPVs FOUND. 
  

 

NOPV(S) CORRECTED: 

2012-V1-00072 - On September 12, 2012, Staff received a reply from the City of Pittsfield regarding the outstanding Notice of 
Probable Violation (NOPV) for 192.465 (a).  On January 3, 2013 Staff performed a review of the documentation provided by the 
operator.  The response indicates the segment of cathodically protected coated and wrapped steel piping located on Lakeview 
Height is currently on the annual cathodic protection survey and is located in Zone #17.  This zone has been inspected as 
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required on an annual basis.  The City of Pittsfield further states in the response they are currently in the process of updating the 
gas system maps to electronic format.  The new format will allow the viewer to be able to identify what piping is protected by each 
cathodic zone.  The results of the potential testing performed by the City of Pittsfield on September 10, 2012, indicates the piping 
is currently under protected status with potential levels reported at -1.55 volts.  Due to these findings the outstanding NOPV can 
be recorded as closed. 

  

 


